Feasibility of R1270 as an Alternative Refrigerant to Replace R134a in Refrigerator

Kamin Sumardi*, Devinda Naufal, Muhammad Farhan Maulana, Ega Taqwali Berman
Departemen of Mechanical Engineering Education
Universitas Pendidikan Indonesia
Bandung, Indonesia
*kaminsumardi@upi.edu, devindanaufal05@student.upi.edu, mufarhan@student.upi.edu, egatb@upi.edu

Abstract—This study aims to determine the feasibility of R1270 as an alternative refrigerant to replace R134a in the refrigerator. The test is carried out on a showcase refrigerator with a volume capacity of 210 liters. The research method used experiment with drop in substituted refrigerant technique. In the initial stage, the performance measurement of the refrigerator using R134a is carried out as the base line. After that, the refrigerator is replaced by R1270 by changing the weight of the refrigerant as much as 30% of the base line. The test data was collected for 60 minutes by recording the parameters of pressure, temperature, electric current and cooling time every six minutes. In the final stage, data processing and analysis are carried out to determine the feasibility of using R1270 as refrigerant in refrigerators. The results showed that COP increased 26% and the evaporator temperature was 6°C lower after replacing R134a by R1270. These results have implications for the feasibility of R1270 to replace R134a as the refrigerator working fluid.

Keywords—performance, refrigerator, refrigerant, showcase

I. INTRODUCTION

R134a is a synthetic refrigerant that has long been used as a working fluid in refrigerators [1]. The reason why synthetic refrigerants were chosen is understandable considering that these refrigerants generally have excellent technical properties such as very high stability, non-flammability, non-toxicity and relatively easy to obtain [2]. However, besides these good properties, R134a belongs to the HFC (hydro fluorocarbons) group [3] is a chemical compound that contributes to global climate change because this material has the potential for global warming [4,5]. Therefore, the use of R134a as the working fluid for refrigerator will not last long [6].

Scientists and researchers agree that an alternative to replacing synthetic refrigerants is to use natural refrigerants (hydrocarbons). Hydrocarbon refrigerant (HC) is a type of refrigerant that is extracted from natural gas and has a short shelf life in the atmosphere of less than one year [7]. Hydrocarbons as an alternative refrigerant have many advantages, including no need to change the existing main equipment, have chemical stability, suitability of thermodynamic physical and chemical properties with synthetic refrigerants, hydrocarbons can be used with mineral or synthetic lubricants and do not cause ozone damage and heating global because ODP owned is zero and GWP is small [8]. The hydrocarbons that are often used as refrigerants are propane (R-290), isobutene (R-600a), n-butane (R-600) [9] and propylene (R1270) [7].

R-1270 is a hydrocarbon refrigerant with the chemical term C3H6. As shown in Table I its characteristics are suitable to replace synthetic refrigerants for refrigeration systems [10]. The strength of R-1270 is not harmful to the ozone layer (ODP-0) and has a low effect on global warming, which is <2. The relative capacity index (RCI) of R-1270 is better than R-22 of 27.5% [8]. However, this refrigerant has not been widely used by refrigeration machine manufacturers in their new units. This is because users are concerned about the flammability of hydrocarbon refrigerants. This characteristic is actually harmless if the refrigerant is used with the correct procedure. Hydrocarbons are flammable in the presence of two other compounds called the fire triangle: hydrocarbons, fire, and air. If one of the three factors is not available, there is no fire [11]. Based on this explanation, this study aims to obtain information on the feasibility of using R1270 as an alternative to R134a on the refrigerator.

<table>
<thead>
<tr>
<th>Refrigerant</th>
<th>composition</th>
<th>replaces</th>
<th>Molecular (wt)</th>
<th>Critical temperature (°C)</th>
<th>Boiling Point (°C)</th>
<th>ASHRAE safety code</th>
</tr>
</thead>
<tbody>
<tr>
<td>R134a</td>
<td>Pure fluid</td>
<td>R12</td>
<td>102.03</td>
<td>101.1</td>
<td>-26.5</td>
<td>A1</td>
</tr>
<tr>
<td>R600a</td>
<td>Pure fluid</td>
<td>R12, R34a</td>
<td>58.12</td>
<td>134.7</td>
<td>-11.6</td>
<td>A3</td>
</tr>
<tr>
<td>R600</td>
<td>Pure fluid</td>
<td>R12, R22</td>
<td>58.12</td>
<td>152</td>
<td>-0.5</td>
<td>A3</td>
</tr>
<tr>
<td>R290</td>
<td>Pure fluid</td>
<td>R12, R22</td>
<td>44.4</td>
<td>96.7</td>
<td>-42.1</td>
<td>A3</td>
</tr>
<tr>
<td>R1270</td>
<td>Pure fluid</td>
<td>R22</td>
<td>42.08</td>
<td>92.4</td>
<td>-47.7</td>
<td>A3</td>
</tr>
</tbody>
</table>

TABLE I. PROPERTIES OF REFRIGERANT [12]
II. METHODS

Figure 1 shows a schematic diagram of the research equipment used to test the feasibility of R1270 in the refrigeration system. The test was carried out on one unit of the GEA brand refrigerator showcase with a capacity of 210 liters. The measuring instrument used consists of two manifold gauge units (Robin air) and two temperature sensor units (Elitech) each placed in the suction and discharge channels and a clamp meter (Krisbow) which is used to measure the value of electric current. Initial data collection is carried out when the evaporator temperature is 20°C which is assumed to be in a steady state, and then each data change is recorded every six minutes for 60 minutes. The data observed included suction pressure and temperature, discharge pressure and temperature, evaporator temperature, cooling time, and electric current. This research was conducted experimentally with the default refrigerant is R134a. Replacement of the refrigerant built in by R1270 is done by using the drop in substitute method, which is replacing the refrigerant without replacing the main component.

![Schematic diagram of the research tool](image)

The test procedure is carried out for two conditions, first the operation of the refrigeration cycle using R134a (base line) and secondly the operation of the refrigeration system using R1270. Data were collected four times for each condition. The stages of testing carried out in this study are first to record the ambient temperature and calibrate all measuring instruments. Furthermore, the vacuum process, check for leaks in the refrigeration system and proceed with charging R134a refrigerant weighing 100 gr according to the manufacturer's recommendations. Next, turn on the refrigeration system to start the 60-minute testing process by recording the test data at six-minute intervals. The second stage of testing uses the R1270 hydrocarbon refrigerant with the same procedure as before. The difference lies in the weight of the refrigerant charging 30% of the base line. The difference in refrigerant weight is due to the characteristics of R1270 which has a smaller molecular weight than R134a. After all the testing stages have been completed, the data is processed and analyzed to determine the feasibility of using R1270 as an alternative to R134a.

III. RESULTS AND DISCUSSION

The feasibility test for using R1270 as an alternative refrigerant to replace R-134a in the showcase refrigerator has been carried out. Data on changes in evaporator temperature, refrigeration effect (RE), and coefficient of performance (COP) for 60 minutes of refrigeration system operation are shown in Figure 2 to Figure 4.

A. Evaporator Temperature

The evaporator is the main component of the refrigerator which functions to absorb heat from products stored in the refrigerator. The lower the refrigerant temperature in the evaporator pipe, the more heat that can be absorbed from the stored products, results in a lower temperature. Figure 2 shows a graph of the change in evaporator temperature with respect to the operating time of the refrigerator.

![Changes in evaporator temperature in testing two types of refrigerants](image)

At the beginning of the observation until the 6th minute, the two refrigerants reached the same evaporator temperature. Then in the next minute the achievement of the evaporator temperature for each refrigerant begins to show a difference. In the 12th minute, using the R1270 was able to reach an evaporator temperature of 7°C and R134a of 8.7°C. Next, the increase in the operating time of the refrigerator, the achievement of the evaporator temperature by R1270 is lower than the achievement made by R134a. At the end of the test, the evaporator temperature reached by R1270 and R134a were -8.2°C and -2.1°C, respectively. These results indicate that the
use of R1270 as the working fluid for the refrigerator is able to provide a lower evaporator temperature than using R134a. So R1270 can be said to be feasible to replace R134a as the primary refrigerant of a refrigerator.

**B. Refrigeration Effect (RE)**

Figure 3 shows the refrigeration effect of using R134a and R1270 on the refrigerator. In general, the refrigeration effect produced by R1270 is higher than R134a. At the beginning of the test, the refrigeration effect of R134a was 124.12 kJ/kg. Then it decreased until the 24th minute of 120.45 kJ/kg. Then slightly up to 122.14 kJ/kg in the 30th minute. Then it fell back to 120.74 kJ/kg and was stable until the last minute. On the other hand, the use of R1270 produces a refrigeration effect of 235.25 kJ/kg at the beginning of the test. After that, it fell slightly in the 12th minute to 234.27 kJ/kg. After that, it gradually rose to 239.26 kJ/kg until the end of the test. Based on these results there is an increase in the refrigeration effect of 98% on the use of R1270 as a working fluid. These results have an impact on the pressure aspect ratio to be smaller and the amount of heat that can be absorbed by the refrigerant in the evaporator is more, thereby increasing the cooling capacity [13].

**C. Coefficient of Performance (COP) System**

Figure 4 shows a graph of the coefficient of performance of a refrigeration system that uses two different types of refrigerants, R134a and R1270. Globally, the COP produced by R1270 is greater than R134a. When using R134a, the COP obtained at the beginning of the test was 3.9 and lasted until the 6th minute. Then drop dramatically to 3.56 in the 12th minute to 3.43 until the end of the test. Based on these results it can be said that R1270 is suitable to be used as a substitute for R134a in the refrigerator directly without having to replace its constituent components [14].

**IV. CONCLUSIONS**

Research on the feasibility of using R1270 as an alternative refrigerant to replace R134a in refrigerators has been carried out. The results showed that COP increased 26% and the evaporator temperature was 6°C lower after replacing R134a by R1270. These results have implications for the feasibility of R1270 to replace R134a as the refrigerator working fluid.

**ACKNOWLEDGMENT**

This research was supported by funding from Universitas Pendidikan Indonesia (UPI) fiscal year 2020, “Skim Penelitian Penguatan Kompetensi”.

**REFERENCES**


