Analysis of Solar and Wind-Based Hybrid Power Plant Using HOMER Software (Case Study: EMAS BAYU Hybrid Power Plant in Bondan, Cilacap)

Supriyono¹*, Devi Taufiq Nurrohman¹, Agus Santoso², Betti Widianingsih¹

¹ Department of Electronics Engineering, State Polytechnic of Cilacap, Cilacap, Indonesia
² Department of Mechanical Engineering, State Polytechnic of Cilacap, Cilacap, Indonesia
Corresponding author’s email: rzx.clcp@gmail.com

ABSTRACT
Solar energy is an energy source that is widely used because it is free energy, eco-friendly and very abundant, especially in tropical countries. However, the energy obtained from solar energy is inconsistent and is heavily influenced by environmental factors. Recently, many researchers have developed hybrid power plants which combine two or more different energy sources in the same system. In this research, we develop a hybrid power plant with an off-grid system (not connected to the national electricity company) that utilizes solar and wind energy. The hybrid power plant being developed is installed in Bondan hamlet, Kampung Laut District, Cilacap Regency. The installed power plant is determined for its performance by analyzing several parameters such as total energy production, net present cost (NPC) and cost of energy (COE). These parameters are analyzed using software which called hybrid optimization of multiple energy resources (HOMER). The simulation results show that the total energy generated from photovoltaics (PV) is 5.8 times higher than that of the wind turbine, with details being 10,480 kWh/year from PV and 1,805 kWh/year from the wind turbine. For the COE and NPC values are Rp. 14,266/kWh and Rp. 1,190,000,000, respectively.

Keywords: Hybrid Power Plant, Solar Energy, Wind Energy, HOMER.

1. INTRODUCTION
Energy, especially electrical energy, is a very important sector and supports the sustainability of development activities in a country or region. Based on the source, there are two sources of energy, namely non-renewable energy sources and renewable energy sources [1]. Non-renewable energy sources are abundant and produce more electrical energy at lower cost[2]. However, it produces pollution, especially carbon emissions that are harmful to the environment and human health[3]. Recently, renewable energy sources such as solar, wind, biomass and micro-hydro have been utilized because energy sources are very abundant, unlimited and eco-friendly[4]. In addition, this energy source has potential to be applied in remote areas that cannot be reached by the national electricity company[5]. However, energy produced by renewable energy sources is usually unstable, highly dependent in location and influenced by weather conditions[6]. Therefore, to overcome the shortage, hybrid power plants which use more than one energy source are developed[7].

Bondan Hamlet, Ujung Alang Village is one of the areas in Kampung Laut sub-district, Cilacap district which cannot be reached by the national electricity company. This region is in the position of 7°40’ N (latitude) and 108°52’ E (longitude). In 2017, a hybrid power plant was built using PV arrays and wind turbines. The total power generation capacity is 13.16 kWp which is composed of 8.16 kWp from the PV array and 5.00 kWp from the wind turbine. The power plant was inaugurated, and it is called the EMAS BAYU hybrid power plant.

Hybrid power plants are usually built at a higher cost for the purchase of components and analysis of the performance and reliability of a hybrid system is very complex[8]. Software is usually used for design, analysis, simulation, economics, and optimization planning. There are many widely used software, including HOMER,
Among these software, HOMER is the one that is widely used because it is free software, easy to understand, and has a very short computation time[9]. In addition, HOMER can be used for evaluation of a single network design (off-grid) and a network connected to the system (grid-connected or on-grid)[10].

Figure 1. EMAS BAYU Hybrid Power Plant in Bondan hamlet, Cilacap, Indonesia

EMAS BAYU hybrid power plant is a power plant with off-grid system (not connected to the system or electricity network). This research analyzes the performance and reliability of the power plant using HOMER software. The analyzed parameters include total energy production, NPC and COE. The costs for capital, maintenance and operations are stated in rupiah (Rp). The results of the analysis in this study can be used as supporting data in management activities and expansion of power plants to supply houses that are not yet powered.

2. METHOD

To determine the value of total energy production, NPC and COE using the HOMER software, briefly, there are three main stages carried out, namely the technical data collection stage, the economic data collection stage, and the simulation and analysis stage. The technical data collection stage includes collecting data on the potential for solar energy, wind energy, and data on electrical loads used by power plant customers. Solar and wind energy potential data is obtained by entering coordinates in the HOMER software. Meanwhile, electric load data is obtained from direct data collection at the research location. The next stage is the collection of economic data which is done by looking for data related to initial capital costs, replacement costs and operational and maintenance (O & M) costs. Initial capital costs represent real costs for the construction of a power plant. Meanwhile, the replacement and O & M costs in this study are assumed to be 10 years. After the data is obtained, a HOMER simulation is carried out using the data that has been collected and based on the model of the EMAS BAYU hybrid power plant that has been built in the research location. The flow chart of this study is shown in Figure 2.

Figure 2. Flow chart for determining total energy production, NPC and COE using HOMER software

3. RESULT AND DISCUSSION

3.1. Potential of Solar and Wind Energy

The potential for solar and wind energy in Bondan Hamlet that will be used for simulations is taken from NASA’s surface meteorological energy and solar energy. During one year, data on the potential for solar energy which includes the clarity index and daily radiation in Bondan Hamlet is shown in Figure 3a and data on the potential for wind energy is shown in Figure 3b.

Data on the potential for solar energy can be determined based on clearness index and daily radiation data. The clearness index shows a measure of the level of clarity of the atmosphere. It has a range from 0 to 1 and is a dimensionless quantity. A high clarity index indicates sunny conditions while a low value indicates cloudy conditions[11]. Based on the clearness index data (black line) in Figure 3a, the highest clearness index was in June at 0.518. For daily radiation, the highest radiation is found in September, which is 5.03 kWh/m²/day. Wind energy potential is determined based on wind speed data. In a period of one year, the wind speed in Bondan hamlet is between 3.04 m/s to 6.04 m/s. If the potential for solar
energy and wind energy is determined based on the average, the average radiation daily and wind speed are 4.6 kWh/m²/day and 4.42 m/s, respectively. By looking at data on solar and wind energy, Bondan hamlet is a suitable area to develop hybrid power plants based on solar and wind energy.

3.2. Electrical Load Data

EMAS BAYU hybrid power plant was built in the center of the Bondan hamlet. The electrical energy generated by PV and wind turbines is stored in advance in the battery and distributed to residents via two different routes, which are called the west route and the east route. Electricity load data is taken from the two lines for three different days for 24 hours from 00:00 to 23:00. The average electric load data for each line and the total load is shown in Figure 4. If we look at the graph on the west and east lines, the highest electrical energy load occurs at 6.00. It happens because most residents do household activities such as cooking. Electrical energy load began to rise again at 18.00. This increase was mainly due to lighting in homes and in public facilities. Electrical energy load starts to rise again at 18.00. If the electric loads for the west and east lines are combined, the highest load for 24 hours is 1.6 kW.

*Figure 3. Potential of a). Solar energy, b). Wind energy

*Figure 4. Daily profile of electrical load for (a). West line, (b). East line, and (c). Total load.*
3.3. Setting of Power Plant Economic Parameters

EMAS BAYU hybrid power plant is composed of 5 main components, namely PV array, wind turbine, MPPT, battery, and converter. The number of PV that have been installed to date is 24 units, which are composed of 12 units with a capacity of 330 Wp and 12 units with a capacity of 350 Wp. The total PV capacity is 8.16 kWp. For wind turbines, up to now 5 wind turbines have been installed where the capacity of each wind turbine is 1 kW, so the total capacity is 5 kW. The capacities of the MPPT, battery and converter are 11.52 kW, 126.72, and 12 kW, respectively. The initial capital costs for these five components are shown in Table 1. The lifetime for all components in a power plant is assumed to be the same, namely 10 years. During this period, replacement costs are assumed to be 50% of initial capital costs, while operational and maintenance costs are assumed to be 5% of initial capital costs. In summary, the capital costs, replacement costs, lifetime, and operational & maintenance costs are shown in Table 1.

Table 1. Capacity, capital cost, lifetime, O & M cost for each component

<table>
<thead>
<tr>
<th>Component</th>
<th>Capacity</th>
<th>Capital cost</th>
<th>Replacement cost</th>
<th>Lifetime (years)</th>
<th>O &amp; M cost</th>
</tr>
</thead>
<tbody>
<tr>
<td>Photovoltaics (PV)</td>
<td>8.16 kW</td>
<td>Rp. 96.000.000</td>
<td>Rp. 48.000.000</td>
<td>10</td>
<td>Rp. 4.800.000</td>
</tr>
<tr>
<td>Wind turbine</td>
<td>5 kW</td>
<td>Rp. 175.000.000</td>
<td>Rp. 87.500.000</td>
<td>10</td>
<td>Rp. 8.750.000</td>
</tr>
<tr>
<td>MPPT</td>
<td>11.52 kW</td>
<td>Rp. 40.000.000</td>
<td>Rp. 20.000.000</td>
<td>10</td>
<td>Rp. 2.000.000</td>
</tr>
<tr>
<td>Battery</td>
<td>126.72 kWh</td>
<td>Rp. 180.000.000</td>
<td>Rp. 90.000.000</td>
<td>10</td>
<td>Rp. 9.000.000</td>
</tr>
<tr>
<td>Converter</td>
<td>12 kW</td>
<td>Rp. 120.000.000</td>
<td>Rp. 60.000.000</td>
<td>10</td>
<td>Rp. 6.000.000</td>
</tr>
</tbody>
</table>

3.4. Simulation results using HOMER software

After the technical data (potential solar energy, wind energy and load profile) and economic data (capital costs, replacement costs, operational and maintenance costs) have been collected, the next step is simulation and analysis using HOMER software. Figure 5 shows a schematic of a hybrid system in the HOMER software. The PV array with the converter, battery and wind turbine is connected to the primary load (DC terminal) and the converter is connected between the DC and AC bus bars. Then the output of the converter is connected to a load called the west line load and the east line load.

Figure 5. Hybrid system schematic in HOMER software

Table 2 shows the simulation results. The total energy production for one year is 12,285 kWh. The energy produced is dominated by the energy obtained from PV, which is 10,480 kWh, while the energy produced by wind energy is 1,805 kWh. The energy produced by PV is almost 5.8 times the energy produced by wind energy. Furthermore, the net present cost (NPC) data is Rp. 1,280,000,000 and the cost of energy (COE) is Rp. 14,266/kWh. The COE value obtained from the simulation results shows that the price is higher than the price currently on the market, especially in Indonesia. Therefore, further investigations are needed to determine the performance of power plants at different renewable energy sources. The simulation results also show that the electricity generated by PV is greater, therefore, it is very interesting to investigate the performance of PV-based power plants by increasing the capacity of the battery to supply electrical energy needs at night.

Table 2. Data obtained from the simulation results using HOMER software

<table>
<thead>
<tr>
<th>Parameter</th>
<th>The data obtained</th>
</tr>
</thead>
<tbody>
<tr>
<td>Total of energy production</td>
<td>12.285 kWh/year</td>
</tr>
<tr>
<td>Production of PV energy/ year</td>
<td>10.480 kWh/year</td>
</tr>
<tr>
<td>Production of wind energy/year</td>
<td>1.805 kWh/year</td>
</tr>
<tr>
<td>Net present cost</td>
<td>Rp. 1.280.000.000</td>
</tr>
<tr>
<td>Cost of energy</td>
<td>Rp. 14.266/kWh</td>
</tr>
</tbody>
</table>

4. CONCLUSION

The performance and reliability of the EMAS BAYU hybrid power plant have been successfully investigated using the HOMER software. Performance and reliability are determined based on the NPC and COE values, which are related to technical data including the potential for solar energy, wind energy, and electricity loads and economic data including initial capital costs, replacement costs, operational and maintenance costs. The results
obtained indicate that the energy produced during the year is dominated by energy from PV, which is 10,480 kWh. In addition, the NPC and COE values from the simulation results are Rp. 1,280,000,000 and Rp. 14,266/kWh.

ACKNOWLEDGMENT

The reported work was financially supported by Program Penelitian Dosen Pemula, State Polytechnic of Cilacap (contract number: 22/PL.43/PT.01.03/2020). The author would like to thank the financial support provided in the research and completion of this article.

REFERENCES


