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Abstract: Electro-hydraulic servo control system has a typical 

large delay, nonlinear and time-varying characteristics, which 

is Controlled effectively by using ADRC. To optimize the 

parameters of ADRC quickly, the paper presents a new ADRC 

structure of configurable zero point, and analysis the effect of 

strong interference on the extended state observer, and 

proposed the selection conditions of ESO parameter. 

Experiments show. This design can effectively improve the 

response speed of the system and simplifies the tuning process 

parameters.  

Keywords-active disturbances rejection control (ADRC); 

zero-parameter tunable;  electro-hydraulic servo system. 

 

I. INTRODUCTION 

In the recent years, ADRC is researched widely and 

deeply by more and more professors, for it has some merits: 

without system accurate arithmetic model, strong immunity 

for disturbance, high fitness for control of time-variable 

system. The structure has been modified from nonlinear to 

linear. Some intelligent algorithms such as ANN, PSO and 

SMC are mixed with the ADRC, which make the 

parameters’ tuning more easily. But it will bring the 

parameters’ tuning question of the intelligent control model. 

What’s more, ADRC is replaced with linear structure, 

and a large number of application researches show that 

structure of the linear feedback ADRC for nonlinear 

uncertain objects still have very good control effect, whose 

control stability is more easily demonstrated by classical 

control theory, which compensates for the ADRC lack of 

control theory to some extent. 

The paper proposes a new linear ADRC control 

structure with an increase of zero adjustable parameters, 

faster system response speed compared with the traditional 

ADRC. It changes the way of amount of disturbance 

compensation control, eliminate the parameter coupling 

compensation and extends state observer. Electro-hydraulic 

servo system by following a given experiment showed that 

adjusting the zero coefficients can effectively speed 

electro-hydraulic servo system response, and make it easier 

to adjust the parameters.

 

II. GENERAL CHARGED WITH ADRC MODEL OBJECTS 

A.  Generally controlled object model 

Typically, the controlled object model represented by 

second-order differential equation: 
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Where, 
...

,, yyy  is the hydraulic cylinder extending 

the displacement, velocity, acceleration; u  is the output 

controller; )(t   is the system load disturbance;  
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.

tyyff   is the all system disturbance, 

which including internal and external disturbances system 

disturbances,  is nonlinear to the hydraulic cylinder 

displacement, velocity, acceleration,  load. 

B.  ADRC’s construction 

The state variable x  is 
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The formula (1) is rewritten in the form of the equation 

of state: 
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Establish a linear controlled object ADRC, whose 

extended state observer expression: 























,

,

,

，

033

.
00232

.
0121

.

.

1

ez

ubezz

ezz

yze






          (3)    

International Conference on Computer Science and Service System (CSSS 2014)

© 2014. The authors - Published by Atlantis Press 382



 

Where, 
Tzzzz ]　　[ 321 is the observation 

of
Txxx ]　　[ 321 . 

Since there is a combination of a variety of ADRC, the 

article proposes improved linear combinations, which were 

expressed as: 
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Where,   is set to a value which is related to the 

loop zero coefficient of the system. dp kk ,  are the 

coefficients of the linear combination, 

。

,rr are input to 

the controlled object and their differential, 0u  is the 

amount of control before compensation.  

Bringing u into the control amount of ESO formula (4), 

we can see that this linear combination eliminate coupling 

parameters, and make 0b  only become an enlarged 

parameter. 

When ignored ESO observation error, by the formula 

(1) (2) can be obtained: 
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By the formula (4) can be obtained: 
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The formula (7) Laplace transform into equation (6), 

was charged with the object of closed-loop transfer function 

expression: 
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Let  ,,2 2
cpcd kk   is the damping 

system; c  is a natural frequency, when 10   , 

the system is under damped. 
 

III. ADRC PERFORMANCE ANALYSIS 

A. Time domain characteristics analysis 

When the input R = 1 / S, that is, the input is a step 

function, the output expression for Y: 
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Eq (9) Take Laplace inverse transform to obtain the 

time domain response of the system: 
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Where 
21   cd  referred to the ringing 

frequency. 

The formula (10) shows the step response of the 

system from the steady state component and a damping 

component composition  , the decay rate is mainly 

determined by c , the greater c  is,  the faster the decay 

is, the smaller  is, the faster the system response. Figure 1 

shows the  = 0.2, 0.4, 0.6, 0.8, the coefficient of   = 

1.00, c  is the fixed value, the system step response, 

td  is the dimensionless time. Obviously, when  is 

small, the system increased time and the peak time is 

shortened, the greater the overshoot. General 

admission 8.04.0   , the system response speed 

and overshoot between compromises. 

When 55.0,75.0,00.1,4.0    and  

00.1,2.0   , the system step response curve 

shown in Figure 2 can be seen, adjust the zero coefficient 

  becomes small, the rise time and peak time of the 

system is significantly shortened, the overshoot amount is 

reduced, which significantly Figure 1 is superior to reduced 

damping speed up response systems approach. 

(8) The description of the system is zero: 

).2/()/(  cdp kkS  (11) 

Pole of the system: 

.12   cc jS  

When 55.0,75.0,00.1,4.0    and 

00.1,2.0   , the system step response curve 

shown in Figure 2 can be seen, adjust the zero coefficient 

  becomes small, the rise time and peak time of the 

system is significantly shortened, the overshoot amount is 

reduced, which significantly Figure 1 is superior to reduced 

damping speed up response systems approach. 

(8) The description of the system is zero: 

).2/()/(  cdp kkS  (12) 

Pole of the system: 

.12   cc jS  

The formula (11) and (12) become small when it can 

be seen, zero is increased, and the poles of the system does 

not change, the system response speed is accelerated when 

  changes, system poles and zeros are changed, the 

adjustment of   is more complex. 
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Figure 1.  Step response under different damp parameters 

 

 
Figure 2.  Comparison of system response from the changes of damp 

parameter   and zero-parameter   

B. Frequency domain characteristics analysis 

Despite the smaller the λ value, the faster system response, 

even λ value is 0. However, by studying the frequency 

characteristics of the system, the smaller λ found, the 

system at a high frequency, the greater the phase lags. 

Figure 3 shows the system's frequency response bode plot 

when a = 10, = 25, = 1.00, = 0.10, 0.50, 1.10. 

 
 Amplitude 

 
Phase 

Figure 3.  Characteristics in frequency domain under different 

zero-parameters  

As can be seen from Figure 3, when the input frequency 

 5 rad s
-1

,   can be reduced as much as possible to 

increase system response speed, then the phase lag can’t be 
affected. 

C. The impact of noise on ESO 

ESO parameters are designed as follows: 
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Where, 0  is the observed frequency. 

ADRC’s difficulty lies in the ESO’s response speed of its 

noise amplification is contrary, that the bigger ESO’s 

observing parameters is, the faster response comes, and the 

amplification of noise is more obvious. 

Without considering the given error between the reference 

value and the output value, considering only the impact of 

noise on a control amount output, we can get the following 

express by the formula: 

)/( 0030201 bkkTu dph   ， (14) 

Where, Th is the control cycle. As can be seen from the 

formula (14), T is smaller, the smaller the effect of noise 

amplification. So ESO parameters appropriate to reduce the 

noise of the system is to reduce the interference of effective 

measures, but doing so will also reduce the response speed 

of ESO, in the case without noise interference, ESO 

parameters should take a larger value as possible. 

 

IV. EXPERIMENTAL STUDY 

The paper designs a ADRC block diagram shown in 
Figure 3, the experiment sinusoidal reference input signal, 
which can be directly calculated differential, and omits the 
differential - tracker, where part of a linear combination of 
adjustable diagonal arrows represent zero . 

 
Figure 4.  The structure of second order ADRC 
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Moog servo valve selection system's D661-G60 series 
servo valves, displacement sensors built into the servo 
cylinder, the model for the MTS magnetostrictive 
displacement sensor company. Platform controller uses the 
Siemens S7-400, analog input AI module the single-channel 
conversion time is 52us, resolution 14; AO module 
single-channel conversion time is 420us; Siemens SCL 
programming language programming language, the program 
does not use subroutines computing division and to shorten 
the control cycle. 

 

V. CONCLUSION 

The linear control structure is designed in ADRC, which 
can increase the ADRC’s adjustable zero coefficients, and 
speed up ADRC’s response property. By changing the way 
of linear combination to estimating the disturbance 
compensation, and eliminating the parameters b0 and ESO 
coupling, ADRC parameters will be adjusted easily. 
Experiments show that the parameters can effectively be 
regulated zero point which can speed up system 
responsibility, and make it easier for parameters’ setting. 
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