Wind Characteristics of High-rise Building with Partial Opening

Weibin YUAN
College of Civil Engineering and Architecture
Zhejiang University of Technology
Key Laboratory of Civil Engineering Structures & Disaster Prevention and Mitigation Technology of Zhejiang Province
Hangzhou, China
e-mail: yuanwb@zjut.edu.cn

Zhao WANG
College of Civil Engineering and Architecture
Zhejiang University of Technology,
Hangzhou, China
e-mail: 732518269@qq.com

Kexing FAN
College of Civil Engineering and Architecture
Zhejiang University of Technology
Hangzhou, China
e-mail: zjfkt00@163.com

Abstract—The paper discusses the wind pressure distributions on high-rise buildings with partial openings by means of wind tunnel tests and numerical simulations. The wind tunnel tests were carried out in the boundary layer wind tunnel over an urban terrain with a geometric scale. The numerical simulations used the method of SIMPLEC algorithm and the turbulence model, in which a realizable κ-ε model was used to simulate the pressure coefficient and the wind environment surrounding the partial openings. Detailed analyses of wind pressure coefficients for buildings of three different opening cases are presented. The results show that the pressure coefficients are different on the two sides of the opening and the distribution of wind velocity surrounding the opening is remarkably affected by the opening size. Moreover, the wind speed reaches the maximum in the opening when the wind direction is 45°. This suggests that there is a potential to utilize the wind energy by placing wind turbines in the partial opening of the high-rise buildings.

Keywords—partial openings; wind tunnel test; numerical simulation; wind turbine; wind environment

I. INTRODUCTION

The development of low-carbon city is an inevitable tendency to guarantee the harmonious coexistence of human and environment. In China most cities are now facing with a shortage of energy. As a consequence, the development of renewable energy in urban buildings has become an important part of the architectural design, especially for high-rise buildings. Wind power, as a renewable and clean energy, is usually the first choice of renewable energy sources in building design. To achieve this, however, the designer has to have the knowledge of wind and its effect on structures of the high-rise buildings of different shapes.

The subject of wind loads on rectangular high-rise building has been an active topic and attracts many researchers (Kareen [1]; Kwon and Kareen [2]; Katagiri et al. [3]). Although some previous studies (Holmes [4]; Ho et al. [5]; Sharma and Richards [6]; James et al. [7]; Joachim et al. [8]) have shown that wind pressure in a building can be affected by partial opening, and there are not many works on wind-induced response of high-rise buildings with partial opening. In recent years, the use of wind power (Bayoumi et al. [9]; Lu and Sun [10]) has become as one of the most interesting research topics. For example, Li et al. [11] discussed the results obtained from a combined wind tunnel and full-scale study of wind effects on super tall buildings. Chan et al. [12] reported a set of techniques of wind load integration for asymmetrical tall building under crosswind windward load. Guhan et al. [13] estimated the ratio of internal and external pressure fluctuations based on the simplified model of buildings with partial openings. Lam et al. [14] investigated the wind induced interference effects between two high-rise buildings by measuring the pulsating wind load on the buildings.

Wind tunnel tests have been widely used to study the characteristics of building under the action of wind loads in several decades. Gu et al. [15] analyzed the mean and fluctuating wind pressure distributions on a complicated group-tower by wind tunnel tests. Their experimental data showed that the pressure distributions along the height of each sub-tower were quite complicated. With the improvement of CFD software, numerical simulation has become an efficient way to justify the reliability of wind tunnel tests. In recent years many new computational methods have been developed to improve the accuracy of numerical simulations in various different situations. Li et al. [16] analyzed the wind loads on tall buildings and the wind speed up factors in tunnels for wind-power generation using wind tunnel tests and wind climate data analysis. Ramponi and Blocken [17] analyzed the effect of simulation parameters used in CFD simulations on the reliability and accuracy of the obtained simulation results.

A large number of experiments have also been done on the wind power utilization of high-rise buildings. However, most of them are not for high-rise buildings with partial openings. In this paper, the wind tunnel tests and numerical
Advances in Engineering Research (AER), volume 72

206

is the pressure, \( x_1, x_2 \) and \( x_3 \) are the axes of the Cartesian coordinate system, \( \rho \) is the density, \( p \) is the pressure, \( t \) is the time, \( \eta = \mu/\rho \) is the kinematic viscosity, and \( \mu \) is the dynamic viscosity.

The standard \( \kappa-\varepsilon \) model of the turbulent kinetic energy is expressed as follows:

\[
\frac{\partial k}{\partial t} + u_i \frac{\partial k}{\partial x_i} = \eta \left( \frac{\partial u_i}{\partial x_j} + \frac{\partial u_j}{\partial x_i} \right) - \frac{\partial}{\partial x_i} \left[ \alpha \left( u_i \frac{\partial u_i}{\partial x_i} - \frac{\partial u_j}{\partial x_j} \right) \right] - \varepsilon
\]

(3)

Where \( \kappa \) is the turbulent kinetic energy, \( \varepsilon \) is the turbulent kinetic energy dissipation and the turbulent kinetic viscosity coefficient, respectively. The transport equation of turbulent kinetic energy dissipation can be expressed as follows:

\[
\frac{\partial \varepsilon}{\partial t} + u_i \frac{\partial \varepsilon}{\partial x_i} = \frac{C_\mu}{k^2} \varepsilon \left( \frac{\partial u_i}{\partial x_j} + \frac{\partial u_j}{\partial x_i} \right) - \frac{\partial}{\partial x_i} \left[ \alpha \left( \frac{\partial u_i}{\partial x_i} \varepsilon \right) \right] - C_\epsilon \varepsilon
\]

(4)

Where \( C_\mu=0.09, \sigma_\kappa=1.0, \sigma_\varepsilon=1.3, C_\mu=1.44, \) and \( C_\epsilon=1.92 \) are the dimensionless coefficients of standard \( \kappa-\varepsilon \) model [18].

B. Geometry Setting

To be comparable with the wind tunnel test, the dimension of the full scale model used in the simulation is chosen as 60 m (long) × 30 m (wide) × 180 m (high). Based on different partial openings, five simulation models, namely S1, S2, S3, S4 and S5, were established (see Table 1), which represent different \( K/L \) ratios where \( K \) is the width of opening and \( L \) is the length of the longer side of the building.

C. Computational Domain

The computational domain and unstructured meshes are presented in Fig.1, in which the height of the domain is \( 5H \) (\( H \) is the building height), the width of the domain is \( 5D \) (\( D \) is the characteristic length of the building), and the length of the domain is \( 16D \) (5D in front of the building where wind is applied and 10D in rear of the building). The blockage ratio for the model tests is less than 3%.

D. Boundary Condition

The following boundary conditions were assumed in the simulations:

1) The inlet velocity and turbulence intensity are determined according to the wind tunnel test;
2) The exponent \( a \) that varies with roughness is 0.15;
3) Turbulence intensity is \( I_{(10)}=0.14 \) at reference height;
4) The outlet pressure is zero, meaning free flow;
5) Symmetrical boundary conditions are applied on the two side surfaces and the top surface;
6) All surfaces are assumed to be no-slip surface.

The simulation was performed using the commercial software - Fluent 14.5. In order to ensure the Courant number is less than 1, the smallest grid size was chosen as 0.005 m and the time step was chosen as 0.0001 s. The governing equations were solved numerically by using the SIMPLEC algorithm and the two-order upwind scheme for momentum, turbulent kinetic energy, and dissipation rate.
IV. RESULTS AND DISCUSSION

A. Validity of the Simulation

Fig. 2 shows the distributions of wind pressure coefficient of M1, M2 and M3 at story F obtained from the wind tunnel tests for two different wind directions (i.e. cases 1 to 2). It can be seen from the figure that, the coefficients of M1, M2 and M3 are very close in case one (Fig. 2a), indicating that the opening has negligible influence on the wind pressure coefficient if the wind is either parallel or normal to the surface of the opening. As it is expected, the wind pressure coefficient is positive on the upwind surface and negative on the rear and side surfaces. The distribution of the wind pressure is symmetric about the symmetrical axis of the building parallel to the wind direction. However, when the wind is inclined to the surface of the opening (case 2) the wind pressure coefficients are different between the buildings with and without opening. For case 2, it is found that the wind pressure difference between M1 and M2 or between M1 and M3 is mainly on the upwind surfaces, whereas on the leeward surfaces the difference is rather small. Also, it can be observed from Fig. 2 that, with the increased wind inclined angle, the region with positive pressure coefficient in the building increases too.

![Figure 2. Wind pressure coefficient (C_p) distribution at story F for different wind directions. (a) case 1 and (b) case 2](image)

The wind pressure coefficient distribution curves at floor F obtained in wind tunnel tests are used to validate the computer models employed in the simulations. The detailed comparisons between the test (M1, M2 and M3) and simulation (S1, S2, S3) for individual wind directions (cases 1) are shown in Figs 3-4, respectively. It can be seen from the figures that, except for the slight difference between M1 and S1 found in case 1 and between M2 and S2 found in case 2, there is generally very good agreement between the test and simulation results. This demonstrates that the numerical models employed in the simulations are reliable and appropriate, and thus can be used to do the comprehensive analysis for the wind characteristics of the building with and without opening.
Figure 3. Comparison of wind pressure coefficients at story F between (a) M1 and S1, (b) M2 and S2, and (c) M3 and S3 for case 1 wind direction

Figure 4. Comparison of wind pressure coefficients at story F between (a) M1 and S1, (b) M2 and S2, and (c) M3 and S3 for case 2 wind direction

B. Wind Characteristics Analysis

Fig. 5 shows the wind speed distribution along the front line of the building where the opening is located, when a 45° wind is applied to the building. Fig. 5(a) is for the case M2 and Fig. 5(b) is for the case M3, respectively. The six curves in each figure represent the buildings with an identical opening but located at different heights. The wind speed plotted in the figures is at the height where the opening is located but the value has been normalized using the wind speed at the roof. It can be seen from Fig. 5(a) that the higher wind speed is found in the region where the opening is located. The largest wind speed in each curve is found near the center of the opening. It is interesting to notice that, the lower the opening is located, the higher the largest wind speed. Also, it can be observed from Fig. 5(a) that, the wind speed increases very quick when it reaches the opening, but decreases slowly when it leaves from the opening. For the building with the opening located at its long side, however, the wind speed distribution (see Fig. 5(b)) seems to be different from that in the building with the opening located at its short side (i.e. Fig. 5(a))

Figure 5. Wind speed distribution. (a) Along the short side of building where there is an opening. (b) Along the long side of building
Firstly, the increase and decrease of the wind speed at the two edges of the opening are very quick. Secondly, the largest wind speed in each curve is found near the edge where the wind arrives first. Thirdly, the highest wind speed is when the opening is located at 135m high. Fourthly, the largest wind speeds for building with an opening located in the long side of the building are about 1.38-1.44V_H while the largest wind speeds for building with an opening located in the short side of the building are about 1.25-1.35V_H. These differences may reflect the effects of both the opening and the relative size between the building and the opening.

In order to investigate the effect of the width of the opening on the wind flow, Fig. 6 provides a comparison of the components of wind speed along the central line direction of the opening for three different opening widths (S3, S4 and S5) when the wind is applied to the building by 45° (i.e. case 2). In Fig. 6, V_o is the wind speed at the top of S1. V_X is the wind speed of along-wind direction. It can be seen from the figure that, for all three opening widths discussed the wind speed along the opening direction exhibits the abundance of an increase followed by a decrease. The peak point is located somewhere behind the midpoint. By comparing the largest values in S3, S4 and S5, it is found that, the wider the opening, the lower the wind velocity.

![Figure 6. The variation of wind speed component in opening direction along the central axis of the opening for wind direction of 45° (H=135m)](image)

V. CONCLUSIONS

In this paper, both experimental tests and numerical simulations have been applied to investigate the aerodynamic characteristics of high-rise buildings with partial opening. The test result showed that the wind speed around the opening increases remarkably and the characteristic of surrounding wind field is affected in large by the partial opening. The pressure coefficients on the two sides of the opening showed an opposite distribution trend: increase on one side but decrease on the other side. On the windward, the opening in the wall only affects the distribution of pressure coefficients and the size of influenced area is close to the size of the opening itself. The pressure coefficients are strongly affected by the opening in the wall when the incoming flow with θ= 45°, especially on sides of the leeward which is the most harmful case.

The numerical simulation was taken under the same cases with the wind tunnel tests. Good agreement between the numerical simulation and wind tunnel test has been demonstrated. The parametric study on the position and dimension of the opening showed that the 45° wind direction generates a large wind speed within the opening along the opening direction. The results also showed that the wider the opening, the large the wind speed. This suggests that wind energy resources can be exploited in high-rise building by using wind energy generator placed inside the opening if the position and size of the opening are properly designed.

ACKNOWLEDGMENT

This research was supported by Zhejiang Provincial Natural Science Foundation of China under Grant No. LY15E080023.

REFERENCES


